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SECOND FLOOR REMODELING PLAN

1/8"=1"-0"

GENERAL NOTES:

PN

REFER TO ASBESTOS ABATEMENT DWGS FOR RELATED WORK.

REFER TO MECHANICAL DWGS FOR RELATED MECHANICAL WORK.

REFER TO ELECTRICAL DWGS FOR RELATED ELECTRICAL WORK.

REFER TO FIRE PROTECTION DWGS FOR RELATED FIRE PROTECTION WORK.
DEMOLITION WASTE TO BE REMOVED VIA ENCLOSED WASTE CHUTE TO DUMPSTER.
REMOVE ALL EXISTING WINDOW COVERINGS AND FORWARD TO OWNER.

REMOVE ALL SIGNAGE IN AREAS OF DEMOLITION AND FORWARD TO OWNER.
REMOVE ALL PICTURES/ARTWORK, WALL MOUNTED SHELVES OR BENCHES FROM
WALLS IN AREAS OF DEMOLITION AND FORWARD TO OWNER.

REMOVE ALL HANDRAILS IN AREAS OF DEMOLITION AND FORWARD TO OWNER.
REMOVE ALL VINYL CORNER GUARDS IN AREAS OF DEMOLITION AND FORWARD TO
OWNER.

. SOME PARTITIONS TO BE REMOVED ARE ORIGINAL TO THE BUILDING. FLOOR

TOPPING WAS LIKELY APPLIED AFTER, SO FILLING OF TRENCHES AND LEVELING
OF DIFFERENCES IN TOPPING DEPTHS SHOULD BE ANTICIPATED IN THESE AREAS.
DISRUPTIVE ACTIVITIES IN OCCUPIED SPACES TO BE LIMITED AS DIRECTED BY
COR.

DEMOLITION PLAN NOTES:

A REMOVE ACOUSTIC CEILING TILE & GRID.

A REMOVE EXISTING FLUORESCENT LIGHT FIXTURE.

A REMOVE CEILING AS REQUIRED FOR MECHANICAL WORK.

A EXISTING CEILING REMAINS.

A REMOVE CEILING AS REQUIRED FOR CONSTRUCTION.

CEILING [EGEND:

2'=0" x 2'=0" CEILING GRID. REINSTALL AT
EXISTING HEIGHT ABOVE FINISHED FLOOR.

% RECESSED FLUORESCENT LIGHT FIXTURE

RECESSED FLUORESCENT LIGHT FIXTURE

O

DOWN LIGHT FIXTURE

SUPPLY GRILLE, CEILING DIFFUSER

2 Q @ [

RETURN AIR/EXHAUST GRILLE

SMOKE OR TEMPERATURE DETECTOR
(SEE ELECTRICAL DRAWINGS)

SPEAKER (SEE ELECTRICAL DRAWINGS)

EXIT (SEE ELECTRICAL DRAWINGS)

SPRINKLER HEADS

— —  CEILING DEMOLITION

W MECHANICAL WORK LOCATION. VFY.

REMODELING PLAN NOTES:

S

@ ® U

NEW ACOUSTIC TILE & GRID. MATCH EXISTING
WHERE OCCURS.

NEW GWB CEILING.

PATCH CEILING TO MATCH. PAINT ENTIRE
CEILING TO MATCH EXISTING COLOR.

EXISTING CEILING REMAINS. PATCH TO MATCH
WHERE DAMAGED BY CONSTRUCTION.

REMOVE AND REINSTALL CEILING GRID AS
REQUIRED TO ACCOMMODATE MECHANICAL
WORK. INSTALL NEW CEILING TILE WHERE
INDICATED.
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